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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2020

Sacramento County

NA0050

Structure Inspection
Structure Lt T Inspector
. . . . 07/02/2020 Luz
American River Pumping Plant No. 1 Howe Avenue Storm Drain D - 05 07/02/2020 Dial
LM Start 0.00 Rating ** A Issue No. 1
LM End 0.00 | IssueType+ Ma | Location* No Photos
Pump Stations GPS Latitude/Longitude
Category
Start End
tem Operating Log 38.584600 ° 38.584600)°

-121.421417°  -121.421417 °

DWR ID DWR_NA0050_13 t_ 2012 1

Action/Comments

LM Start 0.00 Rating ** A Issue No. 2
LM End 0.00 Issue Type + Ma | Location *

Pump Stations GPS Latitude/Longitude
Category

Start End
it Operation & Maintenance 38.584600 ° 38.584600)°
em
Manual -121.421417 °|  -121.421417 °

DWR ID DWR_NA0050_13 t_ 2012 2
Action/Comments

Inspector Comments: The facility was upgraded, and only the vendor
0O&M manuals were available.

LM Start 0.00 Rating ** A Issue No. 3
LM End 0.00 Issue Type + Ma Location *
Pump Stations GPS Latitude/Longitude
Category
Start End
Plant Building 38.584600 ° 38.584600)°
Item

-121.421417°  -121.421417 °

DWR ID DWR_NAO0050 13 t_ 2012 3
Action/Comments

Inspector Comments: Minor concrete spalling and settlement does not
appear to affect pumping operations.

Photo 1 of 1 : ST_2020_NA0050_13_2_20200622_00002.jpg

View of the new O&M manuals. Summer 2018

Photo 1 of 5 : ST_2020_NA0050_13_3_20200720_00039.jpg

View of the pumping plant from the east. Summer 2020

* Location ** Rating
LS : Land Side A : Acceptable N : Not Inspected/Rated
WS : Water Side M : Minimally Acceptable C : Corrected
CR : Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain

+ Issue Type
Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement

Monday, August 17, 2020 12:08 FINAL DATA

Page 1 of 13



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0050

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2020

Sacramento County

Structure Inspection
Structure Lt T Inspector
. . . . 07/02/2020 L
American River Pumping Plant No. 1 Howe Avenue Storm Drain D - 05 07/02/2020 Dial
LM Start 0.00 Rating ** A Issue No. 3 (cont) Photo 2 of 5 : ST_2020_NA0050_13_3_20200720_00038.jpg
LM End 0.00 | IssueType+ Ma | Location * Z F— B ]
Pump Stations GPS Latitude/Longitude ]
Category
Start End
Plant Building 38.584600 ° 38.584600)°
Item

o

-121.421417 ° -121.421417
DWR ID DWR_NA0050_13 t_2012_3
Action/Comments

Inspector Comments: Minor concrete spalling and settlement does not
appear to affect pumping operations.

View of the pumping plant from the north. Summr 2020

LM Start 0.00 Rating ** A Issue No. 3 (cont) Photo 3 of 5: ST_2020_NA0050_13 3 20200720_00041.jpg
LM End 0.00 Issue Type + Ma Location * i B

-

View of the outfall area. Sﬂmmer 2020

LM Start 0.00 Rating ** A Issue No. 3 (cont) Photo 4 of 5: ST_2020_NA0050_13 3 20200720_00040.jpg
LM End 0.00 Issue Type + Ma | Location * T

View of spalling near sump Walkway. Summer 2020

* Location ** Rating + Issue Type
LS : Land Side A : Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C : Corrected Ob : Design & System Obsolescence
CR : Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 17, 2020 12:08 FINAL DATA Page 2 of 13




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0050

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2020

Sacramento County

Structure Inspection
Structure Lt T Inspector
. : : . 07/02/2020 L
American River Pumping Plant No. 1 Howe Avenue Storm Drain D - 05 07/02/2020 Dial
LMStat  0.00 Rating ** A | Issue No. 3 (cont) Photo 5 of 5 : ST_2020_NA0050_13 3 20200622_00007.jpg

LM End 0.00 Issue Type+ Ma  Location *

Pump Stations GPS Latitude/Longitude
Category
Start End

38.584600 ° 38.584600 °
-121.421417°  -121.421417 °

' o

Plant Building
Item
DWR ID DWR_NA0050 13 t 2012 3
Action/Comments

Inspector Comments: Minor concrete spalling and settlement does not
appear to affect pumping operations.

o] e ']\ ¢
S - 13

:

- = ¥ - S O,
View of concrete settlement at top of stairs. Summer 2018

LM Start 0.00 Rating ** A Issue No. 4

Photo 1 of 1 : ST_2020_NA0050_13_4_20200622_00010.jpg

LM End 0.00 |IssueType+ Ma | Location * - T

Pump Stations GPS Latitude/Longitude
Category Start =
al n

38.584600 ° 38.584600 °
-121.421417°  -121.421417 °

Communications
Item
DWR ID DWR_NA0050_13 t_ 2012 4
Action/Comments

Inspector Comments: Cellular service is available to pump station
personnel. A telephone landline is also available inside the control room.

View of the working landline telephone. Summer 2017

LM Start 0.00 Rating ** A Issue No. 5
LM End 0.00 Issue Type + Ma Location *
Pump Stations GPS Latitude/Longitude
Category
Start End
Safety 38.584600 ° 38.584600 °
-121.421417 °  -121.421417°

Photo 1 of 1 : ST_2020_NA0050_13_5_20200622_00011.jpg

Item

DWR ID DWR_NAO0050_13_t_ 2012 5

Action/Comments
View of the fire extinguisher located in the control room. Summer 2018
* Location ** Rating + Issue Type
LS : Land Side A : Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C : Corrected Ob : Design & System Obsolescence
CR : Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 17, 2020 12:08 Page 3 of 13

FINAL DATA



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0050

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2020

Sacramento County

Structure Inspection
Structure Lt T Inspector
. . . . 07/02/2020 L
American River Pumping Plant No. 1 Howe Avenue Storm Drain D - 05 07/02/2020 Dial
LM Start 0.00 Rating ** U Issue No. 6 Photo 1 of 1 : ST_2020_NA0050_13_6_20200622_00013.jpg
LM End 0.00 | IssueType+ Ma | Location*
Pump Stations GPS Latitude/Longitude
Category
Start End
Cranes 38.584600 ° 38.584600 °
Item

o

-121.421417\°  -121.421417

DWR ID DWR_NAO0050_13 t_2012_6
Action/Comments

Inspector Comments: The 15-ton and 6-ton cranes are not certified to
operate due to wire rope deficiencies observed during the 10/03/2019
safety inspection.

View of the crane inside the pump building. Summer 2018

LM Start 0.00 Rating ** A Issue No. 7
LM End 0.00 Issue Type + Ma Location * No Photos
Pump Stations GPS Latitude/Longitude
Category
Start End
Pumps 38.584600 ° 38.584600 °

Item

o

-121.421417 °  -121.421417
DWR ID DWR_NA0050_13_t_ 2012 7

Action/Comments

Inspector Comments: All seven pumps were in service and available
during the inspection.

LM Start 0.00 Rating ** A IssueNo. 8 Photo 1 of 1 : ST_2020_NA0050_13 8 20200622_00014.jpg
LM End 0.00 Issue Type+ Ma  Location * N
Pump Stations GPS Latitude/Longitude r
Category Ll
Start End T

o

° 38.584600
°  -121.421417

Power 38.584600
-121.421417

Item

o

DWR ID DWR_NA0050 13 t_ 2012 8
Action/Comments

Inspector Comments: Backup power generator is shared with the
wastewater facility, N19 Arden Pump Station, located east of the drain
structure.

o

View of the transformers located east of the pump building. Summer

2018
* Location ** Rating + Issue Type
LS : Land Side A : Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C : Corrected Ob : Design & System Obsolescence
CR : Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 17, 2020 12:08 FINAL DATA Page 4 of 13



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2020

Sacramento County

NA0050

Structure Inspection

Structure Lt T Inspector
. . . . 07/02/2020 L
American River Pumping Plant No. 1 Howe Avenue Storm Drain D - 05 07/02/2020 Dial

LM Start 0.00 Rating ** A Issue No. 10 Photo 1 of 2 : ST_2020_NAO0050_13_10_20200622_00015.jpg
LM End 0.00 | IssueType+ Ma | Location * . Y
Pump Stations GPS Latitude/Longitude
Category
Start End
it Motors, Engines, Fans & Gear 38.584600 ° 38.584600 °
em
Reducers -121.421417°  -121.421417 °
DWR ID DWR_NA0050_13_t _2012_10
Action/Comments
p B
View of the newer motors. Summer 2017
LM Start 0.00 Rating ** A Issue No. 10 (cont) Photo 2 of 2 : ST_2020_NAO0050_13_10_20200622_00016.jpg
LM End 0.00 Issue Type + Ma Location *
o - s )
View of the motors with the original housing. Summer 2017
LM Start 0.00 Rating ** A Issue No. 11
LM End 0.00 |lIssueType+ Ma | Location* No Photos
Pump Stations GPS Latitude/Longitude
Category
Start End
tem Pump Control Systems 38.584600 ° 38.584600 °
-121.421417 °  -121.421417°
DWR ID DWR_NA0050 13 t_ 2012 11
Action/Comments
* Location ** Rating + Issue Type
LS : Land Side A : Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C : Corrected Ob : Design & System Obsolescence
CR : Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 17, 2020 12:08

FINAL DATA

Page 5 of 13




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0050

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2020

Sacramento County

Structure Inspection
Structure Lt T Inspector
. . . . 07/02/2020 L
American River Pumping Plant No. 1 Howe Avenue Storm Drain D - 05 07/02/2020 Dial

LM Start 0.00 Rating **
LM End 0.00

Pump Stations

Issue Type +
Category

Sumps/Wet Well
Item

A Issue No. 12
Ma Location *
GPS Latitude/Longitude
Start End
38.584600 ° 38.584600 °
-121.421417°  -121.421417°

DWR ID DWR_NAO0050_13_t_ 2012 12

Action/Comments
LM Start 0.00 Rating ** A Issue No. 13
LM End 0.00 Issue Type + Ma | Location *

Pump Stations
Category

Trash Racks
Item

GPS Latitude/Longitude
Start End
38.584600 ° 38.584600 °
-121.421417 °  -121.421417°

DWR ID DWR_NAO0050_13_t_ 2012 13

Action/Comments
LM Start 0.00 Rating ** M Issue No. 14
LM End 0.00 Issue Type + Ma | Location *

Pump Stations
Category

Trash Rakes
Item

GPS Latitude/Longitude
Start End
38.584600 ° 38.584600 °
-121.421417 °  -121.421417°

DWR ID DWR_NA0050_13 t_2012_14
Action/Comments
Inspector Comments: Replace chain and repair chain guide on Trash

Photo 1 of 1 : ST_2020_NA0050_13_12_20200720_00043.jpg

07.02 2020

V View of Vthe sump area. Summer 2020

Photo 1 of 1 : ST_2020_NA0050_13_13_20200720_00051.jpg

i '_"‘%ﬁﬁm e, ‘sﬁﬂ

; ~-'—H e ""‘1‘4“»

V|ew of the trash racks. Summer 2020

Photo 1 of 3: ST_ 2020 NA0050 13_14_20200720_00045.jpg

Rake #1.
View of trash rakes. Summer 2020
* Location ** Rating + Issue Type
LS : Land Side A : Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C : Corrected Ob : Design & System Obsolescence
CR : Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 17, 2020 12:08

FINAL DATA

Page 6 of 13




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0050

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2020

Sacramento County

Structure Inspection
Structure Lt T Inspector
. . . . 07/02/2020 L
American River Pumping Plant No. 1 Howe Avenue Storm Drain D - 05 07/02/2020 Dial
LM Start 0.00 Rating ** M Issue No. 14 (cont) Photo 2 of 3: ST_2020_NA0050_13 14_20200720_00052.jpg
LM End 0.00 Issue Type + Ma Location *
Pump Stations GPS Latitude/Longitude
Category
Start End
tem Trash Rakes 38.584600 ° 38.584600 °
-121.421417 ° -121.421417 °

DWR ID DWR_NA0050 13 t_ 2012 14 \ “
i ] AN 12
Actlon/(.Zomments. - \ul“\ \\r" L O LE
Inspector Comments: Replace chain and repair chain guide on Trash b « L A | :
\ \
\ s

|
Rake #1.
1
A E' '

View of chain guide and missing chain on Trash Rake #1. Summer 2020

LM Start 0.00 Rating ** M Issue No. 14 (cont) Photo 3 of 3: ST_2020_NAO0050_13_14 20200720_00049.jpg
LM End 0.00 Issue Type + Ma Location * ; .

View of debris from trash rakes. Summer 2020

LM Start 0.00 Rating ** A Issue No. 15 Photo 1 of 2 : ST_2020_NA0050_13 15 20200721_00054.jpg
LM End 0.00 Issue Type + Ma Location *
Pump Stations GPS Latitude/Longitude
Category
Start End
tem Sluice / Slide Gates 38.584600 ° 38.584600°

o

° -121.421417

-121.421417
DWR ID DWR_NA0050 13 t 2012 15
Action/Comments

Inspector Comments: Gates #4, 7, 8, 9, and 10 were exercised and
appear to be in working order.

View of a slide gate exercised to the closed position. Summer 2020

* Location ** Rating + Issue Type
LS : Land Side A : Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C : Corrected Ob : Design & System Obsolescence
CR : Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 17, 2020 12:08 FINAL DATA Page 7 of 13




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0050

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2020

Sacramento County

Structure St':’:;‘t’t:e 'gfggém Inspector
American River Pumping Plant No. 1 Howe Avenue Storm Drain D - 05 8;;8%858 'E',l,J.cf,
LM Start 0.00 Rating ** A Issue No. 15 (cont) Photo 2 of 2 : ST_2020_NA0050_13_15_20200721_00053.jpg
LM End ' 0.00 Issue Type + Ma Location * \ ' 4
Pump Stations GPS Latitude/Longitude
Category h y
Start End ]
tem Sluice / Slide Gates 38.584600 ° 38.584600)° J
-121.421417\°  -121.421417 ° f
DWR ID DWR_NA0050_13_t_2012_15
Action/Comments \»
Inspector Comments: Gates #4, 7, 8, 9, and 10 were exercised and \v%
appear to be in working order.
07 02 2020

View of a slide gate exercised to the closed pbsition. Summer 2020

LM Start 0.00 Rating ** A Issue No. 16 Photo 1 of 3: ST_2020_NAO0050_13_16_20200721_00059.jpg
LM End 0.00 Issue Type+ Ma  Location *
Pump Stations GPS Latitude/Longitude
Category —
Start End
tem Electric Gate Operators 38.584600 ° 38.584600)°
-121.421417 °  -121.421417°
DWR ID DWR_NAQ050_13_t _2012_16
Action/Comments
07 02 2020
View of the electric gate operators for pump discharge lines. Summer
2020
LM Start 0.00 Rating ** A Issue No. 16 (cont) Photo 2 of 3: ST_2020_NA0050_13 16_20200721_00058.jpg
LM End 0.00 Issue Type+ Ma  Location * - %
| ]
)
-07 02 2020
b7/ o it o
View of the electric gate operator for the Bay 1 gravity flow drain pipe.
Summer 2020
* Location ** Rating + Issue Type
LS : Land Side A : Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C : Corrected Ob : Design & System Obsolescence
CR : Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 17, 2020 12:08 FINAL DATA Page 8 of 13




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0050

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2020

Sacramento County

. . . . 07/02/2020 Li
American River Pumping Plant No. 1 Howe Avenue Storm Drain D - 05 07/02/2020 Dial

16 (cont)

Pump Stations

Electric Gate Operators 38.584600 38.584600

-121.421417 ° -121.421417|°

DWR_NA0050_13 t_ 2012_16

View of the electric gate operators for Chicken Ranch Slough and
Strong Ranch Slough gravity flow gates located east of the station.

Summer 2020
No Photos
Pump Stations
Manual Gate Operators 38.584600 38.584600
-121.421417 -121.421417
DWR_NA0050_13_t_ 2012_17
Inspector Comments: Install missing handwheel on Pump #7 gate
operator.
No Photos

Pump Stations

38.584600 38.584600
-121.421417 °© -121.421417 °

- DWR_NA0050_13 t_ 2012_18

Other Metallic Items

Monday, August 17, 2020 12:09 FINAL DATA Page 9 of 13



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0050

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2020

Sacramento County

Structure Inspection
Structure Lt T Inspector
. . . . 07/02/2020 L
American River Pumping Plant No. 1 Howe Avenue Storm Drain D - 05 07/02/2020 Dial
LM Start 0.00 Rating ** A Issue No. 19 Photo 1 of 3: ST_2020_NA0050_13 19_20200721_00062.jpg
LM End 0.00 | IssueType+ Ma | Location*
Pump Stations GPS Latitude/Longitude
Category
Start End
Flap Gates 38.584600 ° 38.584600)°
Item

o

121421417 °  -121.421417
DWR ID DWR_NAO0050_13 t_2012_19

Action/Comments

T Hegrel

002 2020

View of the flap gates for the pump discharge lines. Summer 2020

LMStat ~ 0.00 | Rating* A lIssue No. 19 (cont) Photo 2 of 3 : ST_2020_NA0050_13_19_20200721_00061.jpg
F = ST -

LM End 0.00 Issue Type + Ma | Location *

"1'\« :
View of the flap gate for the Bay 1 gravity flow pipe. Summer 2020

LMStat  0.00 Rating ** A | Issue No. 19 (cont) Photo 3 of 3 : ST_2020_NA0050_13_19_20200721_00060.jpg
LM End 0.00 Issue Type + Ma Location *

- _‘ﬂi"ﬁ
07-02 2020
- A& :
View of the flap gates for the gravity flow drain pipes located east of the

station. Summer 2020

* Location ** Rating + Issue Type
LS : Land Side A : Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C : Corrected Ob : Design & System Obsolescence
CR : Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 17, 2020 12:09 FINAL DATA Page 10 of 13




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0050

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2020

Sacramento County

Structure St':’:;‘t’t:e 'gfggém Inspector
American River Pumping Plant No. 1 Howe Avenue Storm Drain D - 05 8;;8%858 'E',l,J.cf,
LM Start 0.00 Rating ** N Issue No. 20
LM End ‘ 0.00 Issue Type + Ma Location * No Photos
Category Pump Stations GPS Latitude/Longitude
Start End
tem Closure Structures 38.584600 ° 38.584600 °
-121.421417 ° -121.421417|°
DWR ID DWR_NA0050_13 t_2012_20
Action/Comments
LM Start 0.00 Rating ** A Issue No. 21 Photo 1 of 2 : ST_2020_NA0050_13 21_20200721_00065.jpg
LM End 0.00 Issue Type + Ma Location *
Pump Stations GPS Latitude/Longitude
Category
Start End
tem Security Fencing 38.584600 ° 38.584600)°
-121.421417 ° -121.421417|°

DWR ID DWR_NA0050_13 t_ 2012 21
Action/Comments

Inspector Comments: Fencing around gate actuators was upgraded to
no-climb fencing.

View of the security fencing around the pumping facility. Summer 2020

LM Start 0.00 Rating ** A Issue No. 21 (cont) Photo 2 of 2 : ST_2020_NAO0050_13_21_20200721_00064.jpg
LM End 0.00 |IssueType+ Ma | Location* A s ’ i

>

View of the sécuﬁty no-climb fencing around gate actuators. Summer

2020
* Location ** Rating + Issue Type
LS : Land Side A : Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C : Corrected Ob : Design & System Obsolescence
CR : Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 17, 2020 12:09 FINAL DATA Page 11 of 13




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2020

Sacramento County

NA0050

Structure Inspection
Structure Lt T Inspector
. . . . 07/02/2020 L
American River Pumping Plant No. 1 Howe Avenue Storm Drain D - 05 07/02/2020 Dial

LM Start 0.00 Rating ** A Issue No. 22

LM End 0.00 Issue Type+ Ma  Location *

Pump Stations

GPS Latitude/Longitude

View of intake plpe..‘ Summer 2018

Category
Start End
tem Intake and Discharge Pipes 38.584600 ° 38.584600)°
-121.421417 °© -121.421417 °
DWR ID DWR_NA0050_13_t _2012_22
Action/Comments
LM Start 0.00 Rating ** A Issue No. 22 (cont)

LM End 0.00 Issue Type + Ma | Location *

LM Start 0.00 Rating ** A Issue No. 22 (cont)

View of intake pipe. Summe? 2018

LM End 0.00 Issue Type + Ma | Location *

View of intake pipe. Summer 2018

Photo 1 of 5 : ST_2020_NA0050_13_22_20200622_00033.jpg

Photo 2 of 5 : ST_2020_NA0050_13 22 20200622_00034.jpg

Photo 3 of 5 : ST_2020_NA0050_13_22_20200622_00035.jpg

* Location
LS : Land Side
WS : Water Side
CR : Crown

** Rating + Issue Type
A : Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
M : Minimally Acceptable C : Corrected Ob : Design & System Obsolescence
U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 17, 2020 12:09 FINAL DATA

Page 12 of 13




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0050

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2020

Sacramento County

Structure Inspection
Structure Lt T Inspector
. . . . 07/02/2020 L
American River Pumping Plant No. 1 Howe Avenue Storm Drain D - 05 07/02/2020 Dial
LM Start 0.00 Rating ** A Issue No. 22 (cont) Photo 4 of 5: ST_2020_NA0050_13 22_20200622_00036.jpg
LM End 0.00 | IssueType+ Ma | Location*
Pump Stations GPS Latitude/Longitude

Category

Start End

tem Intake and Discharge Pipes 38.584600 ° 38.584600)°

-121.421417 ° -121.421417|°
DWR ID DWR_NA0050_13 t 2012 22
Action/Comments

View of intake pipe. Summer 2018

LM Start 0.00 Rating ** A Issue No. 22 (cont) Photo 5 of 5 : ST_2020_NA0050_13 22 20200622_00037.jpg
LM End 0.00 Issue Type + Ma | Location *

|

View of intake pipe. Summer 2018

* Location ** Rating + Issue Type
LS : Land Side A : Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C : Corrected Ob : Design & System Obsolescence
CR : Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 17, 2020 12:09 FINAL DATA Page 13 of 13




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance

Unit Cover Sheet
2020 Pumping Plant Inspection Results

Sacramento County

Pumping Plant

American River Pumping Plant No. 2 Willhaggin Storm Drain D - 43

Pumping Plant
Rating

Date of Inspection

DWR Inspector

Accompanied By

Monday, August 17, 2020 12:09

71212020

Luz Dial

Steven Scott
Sacramento County DWR

Paul Brokken
Sacramento County DWR

NA0050



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

NA0050

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2020

Sacramento County

Structure Inspection
Structure Lt T Inspector
. . . . . . 07/02/2020 Luz
American River Pumping Plant No. 2 Willhaggin Storm Drain D - 43 07/02/2020 Dial
LM Start 0.00 Rating ** A Issue No. 1
LM End 0.00 Issue Type+ Ma  Location * No Photos
Pump Stations GPS Latitude/Longitude
Category
Start End
Operating Log 38.569692 ° 38.569692°

Item
-121.374816 °  -121.374816 °

DWR ID DWR_NA0050_ 14 t 2012 1
Action/Comments

Inspector Comments: Operation and Maintenance log was present
during the inspection and has records of crew work.

LM Start 0.00 Rating ** A Issue No. 2
LM End 0.00 Issue Type + Ma | Location *
Pump Stations GPS Latitude/Longitude
Category
Start End
Operation & Maintenance 38.569692 ° 38.569692°
ltem N janual
-121.374816/° -121.374816 °
DWR ID DWR_NA0050_14 t_2012_2
Action/Comments
LM Start 0.00 Rating ** M Issue No. 3
LM End 0.00 Issue Type + Ma | Location *

GPS Latitude/Longitude
Start End
38.569692 ° 38.569692 °
-121.374816 °  -121.374816 °

Pump Stations
Category

Plant Building
Item

DWR ID DWR_NAO0050_14_t_ 2012 3

Photo 1 of 1 : ST_2020_NA0050_14_2_20200622_00002.jpg

View of O&M Manual. Summer 2018

Photo 1 of 5 : ST_2020_NA0050_14_3_20200720_00036.jpg

Action/Comments
View of the pumping plant building from the south. Summer 2020
* Location ** Rating + Issue Type
LS : Land Side A : Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C : Corrected Ob : Design & System Obsolescence
CR : Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2020

Sacramento County

NA0050

Structure Inspection
Structure Lt T Inspector
American River Pumping Plant No. 2 Willhaggin Storm Drain D - 43 8;;8%858 ,'5?;,
LMStart  0.00 Rating ** M | Issue No. 3 (cont) Photo 2 of 5 : ST_2020_NA0050_14_3_20200720_00041.jpg

P

LM End  0.00 Issue Type + Ma  Location *

Pump Stations GPS Latitude/Longitude
Category
Start End
Plant Building 38.569692 ° 38.569692°
Item .

-121.374816 °  -121.374816

DWRID DWR_NAQ050_14 t_2012_3

Action/Comments
LA A " #
b Y o 9 L
View of the pumping plant building from the north. Summer 2020
LM Start 0.00 Rating ** M Issue No. 3 (cont) Photo 3 of 5: ST_2020_NA0050_14_3_20200720_00042.jpg

LM End 0.00 Issue Type + Ma Location *

View of the displacement of the wall with respect to the building.

Summer 2020

LM Start 0.00 Rating ** M Issue No. 3 (cont) Photo 4 of 5 : ST_2020_NA0050_14_3_20200720_00043.jpg

LM End 0.00 Issue Type + Ma Location *

View of the displacement of the wall with respect to the building.

Summer 2020
* Location ** Rating + Issue Type
LS : Land Side A : Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C : Corrected Ob : Design & System Obsolescence
CR : Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 17, 2020 12:09 FINAL DATA
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0050

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2020

Sacramento County

Structure Inspection
Structure Lt T Inspector
. . . . . . 07/02/2020 L
American River Pumping Plant No. 2 Willhaggin Storm Drain D - 43 07/02/2020 Dﬁ'.cf,
LMStat ~ 0.00 Rating ** M | Issue No. 3 (cont) Photo 5 of 5 : ST_2020_NA0050_14_3_20200720_00038.jpg
LM End 0.00 | IssueType+ Ma | Location * .' ' B w“"‘ﬁ L
Pump Stations GPS Latitude/Longitude sl <
Category Bl
Start End " -
Plant Building 38.569692 ° 38.569692|°
Item

-121.374816 °  -121.374816|°
DWR ID DWR_NAO0050_14 t_ 2012 3

Action/Comments
aat ot S - = % <
View of erosion and animal holes near the foundation. Summer 2020

LM Start 0.00 Rating ** A Issue No. 4

LM End 0.00 Issue Type + Ma Location * No Photos

Pump Stations GPS Latitude/Longitude
Category
Start End
tem Communications 38.569692 ° 38.569692 °

-121.374816 °  -121.374816|°
DWR ID DWR_NAO0050_14_t_ 2012 4

Action/Comments

LM Start 0.00 Rating ** A Issue No. 5 Photo 1 of 3: ST_2020_NA0050_14 5 20200720_00044.jpg
LM End 0.00 |lIssueType+ Ma | Location* o, : :

Pump Stations GPS Latitude/Longitude
Category

Start End
Safety 38.569692 ° 38.569692 °
Item

-121.374816 °  -121.374816|°
DWR ID DWR_NAO0050_14_t_ 2012 5

Action/Comments
View of signage for dangerous discharge area. Summer 2020
* Location ** Rating + Issue Type
LS : Land Side A : Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C : Corrected Ob : Design & System Obsolescence
CR : Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 17, 2020 12:09 FINAL DATA Page 3 of 13



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2020

Sacramento County

NA0050

Structure Inspection
Structure Lt T Inspector
. . . . . . 07/02/2020 L
American River Pumping Plant No. 2 Willhaggin Storm Drain D - 43 07/02/2020 D?af,
LMStat  0.00 Rating ** A Issue No. 5 (cont) Photo 2 of 3: ST_2020_NA0050_14 5_20200622_00009.jpg
LMEnd  0.00 IssueType+ Ma | Location* Y &+
Pump Stations GPS Latitude/Longitude 3
Category
Start End
tem Safety 38.569692°  38.569692 °
-121.374816 °  -121.374816|°

DWRID DWR_NAQ050_14 t_2012_5

Action/Comments
08 09 2018
View of the fire extinguisher at the south entrance of the building.
Summer 2018
LM Start 0.00 Rating ** A Issue No. 5 (cont) Photo 3 of 3: ST_2020_NA0050_14 5 20200622_00010.jpg
LM End 0.00 | IssueType+ Ma | Location * = : ~ ; :
.. e
[I‘III rrrris
‘#" JOB SITE
7 SAFETY /
/DOCUMENTS/
levesrsrrsses
View of the safety documentation box. Summer 2018
LM Start 0.00 Rating ** A Issue No. 6 Photo 1 of 2 : ST_2020_NA0050_14 6_20200720_00046.jpg
LM End 0.00 Issue Type + Ma Location * % o *‘,‘:
Pump Stations GPS Latitude/Longitude ¢
Category
Start End
tem Cranes 38.569692 ° 38.569692 °
-121.374816/° -121.374816 °

DWR ID DWR_NA0050_14_t _2012_6
Action/Comments
Inspector Comments: The crane, hoist, and rail system were tested and
appeared to work properly during the inspection.

View of 5-ton crane. Summer 2020

* Location ** Rating + Issue Type
LS : Land Side A : Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C : Corrected Ob : Design & System Obsolescence
CR : Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2020

Sacramento County

NA0050

Structure Inspection
Structure Lt T Inspector
. . . . . . 07/02/2020 L
American River Pumping Plant No. 2 Willhaggin Storm Drain D - 43 07/02/2020 DE'.;,
LM Start 0.00 Rating ** A Issue No. 6 (cont) Photo 2 of 2 : ST_2020_NA0050_14_6_20200720_00045.jpg
LM End 0.00 Issue Type + Ma Location *
Pump Stations GPS Latitude/Longitude
Category
Start End
tem Cranes 38.569692 ° 38.569692 °
-121.374816°  -121.374816 °

DWR ID DWR_NAO0050_14 t_2012_6
Action/Comments

Inspector Comments: The crane, hoist, and rail system were tested and
appeared to work properly during the inspection.

Vie;v of the 3-ton hoist. Summer 2020

LM Start 0.00 Rating ** A Issue No. 7

LM End 0.00 Issue Type + Ma Location * No Photos
Pump Stations GPS Latitude/Longitude
Category
Start End
tem Pumps 38.569692 ° 38.569692 °
-121.374816 °  -121.374816 °

DWR ID DWR_NA0050_14 t_2012_7
Action/Comments
Inspector Comments: All pumps were available during the inspection.

LM Start 0.00 Rating ** A Issue No. 8
LM End Issue Type + Ma " Location * |
Pump Stations GPS Latitude/Longitude
Category
Start End
- Power 38.569692 ° 38.569692°
-121.374816/° -121.374816 °

DWR ID DWR_NAO050 14 t 2012 8
Action/Comments

Inspector Comments: The maintenance log does not show an annual
power transfer test since June 10, 2019, prior to the last DWR

Photo 1 of 1 : ST_2020_NA0050_14_8 20200720_00049.jpg
P -

inspection.
View of the backup generator. Summer 2020
* Location ** Rating + Issue Type
LS : Land Side A : Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C : Corrected Ob : Design & System Obsolescence
CR : Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

NA0050
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2020
Sacramento County
Structure Inspection
Structure Lt T Inspector
American River Pumping Plant No. 2 Willhaggin Storm Drain D - 43 8;;82@858 EL,ﬁ'aZ,
LMStart  0.00 Rating ** A lssue No. 10 Photo 1 of 1 : ST_2020_NA0050_14 10_20200720_00048.jpg
LM End 0.00 |IssueType+ Ma | Location* ,
Pump Stations

GPS Latitude/Longitude
Category

Start End
Motors, Engines, Fans & Gear 38.569692 ° 38.569692°
ftem  Reducers

-121.374816 °  -121.374816|°
DWR ID DWR_NAO0050_14 t_ 2012 10

Action/Comments

Inspector Comments: Motors appear to be well-maintained and were
available during the inspection.

View of pump motors #1, #2, #3, and dewatering pump inside building
Summer 2020
LM Start 0.00 Rating ** A Issue No. 11 Photo 1 of 1 : ST_2020_NA0050_14 11_20200720_00067.jpg
LM End 0.00 Issue Type+ Ma  Location *
Pump Stations

GPS Latitude/Longitude
Category

Start End

Pump Control Systems
Item

38.569692 ° 38.569692 °
-121.374816 °  -121.374816 °

[
AN
E |
i

DWRID DWR_NA00S0 14 t 2012 11

Action/Comments
View of control and electrical panels. Summer 2020
LM Start 0.00 Rating ** A Issue No. 12 Photo 1 of 1 : ST_2020_NA0050_14 12_20200720_00050.jpg
LM End 0.00 | IssueType+ Ma | Location* 3
Pump Stations GPS Latitude/Longitude
Category
Start End

tem Sumps/Wet Well 38.569692 ° 38.569692 °

-121.374816 °  -121.374816 °

DWRID DWR_NA00S0 14 t 2012 12

Action/Comments
View of sump. Summer 2020
* Location ** Rating + Issue Type
LS : Land Side A : Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C : Corrected Ob : Design & System Obsolescence
CR : Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2020

Sacramento County

NA0050

Structure Inspection
Structure Lt T Inspector
. . . . . . 07/02/2020 L
American River Pumping Plant No. 2 Willhaggin Storm Drain D - 43 07/02/2020 Dial

LM Start 0.00 Rating ** A Issue No. 13
LM End 0.00 Issue Type + Ma  Location *
Pump Stations GPS Latitude/Longitude
Category
Start End
tem Trash Racks 38.569692 ° 38.569692
-121.374816/°  -121.374816

DWR ID DWR_NAO0050 14 t 2012 13
Action/Comments

Inspector Comments: Trash racks were clear of debris, and
maintenance records indicate recent debris removal.

LMStart ~ 0.00 Rating ** A Issue No. 13 (cont)

LM End 0.00 Issue Type + Ma Location *

LMStart ~ 0.00 Rating ** A Issue No. 13 (cont)

0.00 Issue Type + Ma Location *

o

Photo 1 of 3: ST_2020_NA0050_14_13 20200720_00051.jpg

o

Photo 2 of 3: ST_2020_NA0050_1

)

o

.

4_13 2020072

V-ieWofthe ash racks. Summer 2020
0_00052.jpg

LM End
* Location ** Rating + Issue Type
LS : Land Side A : Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C : Corrected Ob : Design & System Obsolescence
CR : Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0050

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2020

Sacramento County

Structure St':’:;‘t’t:e 'gfggém Inspector
American River Pumping Plant No. 2 Willhaggin Storm Drain D - 43 8;;8%858 'E',l,J.cf,
LM Start 0.00 Rating ** N Issue No. 14
LM End ‘ 0.00 Issue Type + Ma Location * No Photos
Pump Stations GPS Latitude/Longitude
Category
Start End
tem Trash Rakes 38.569692 ° 38.569692 °
-121.374816 °  -121.374816/°
DWR ID DWR_NA0050_14_t _2012_14
Action/Comments
LM Start 0.00 Rating ** A Issue No. 15 Photo 1 of 4 : ST_2020_NA0050_14 15_20200720_00054.jpg
LM End 0.00 |IssueType+ Ma | Location* .. ; -3 {4
Category Pump Stations GPS Latitude/Longitude : :
Start End
tem Sluice / Slide Gates 38.569692 ° 38.569692 °
-121.374816 °  -121.374816/°

DWR ID DWR_NA0050_14 t_2012_15
Action/Comments

Inspector Comments: All slide gates were inspected and appeared to
be in working order.

A

View of a slide gate placed in the closed position. Summer 2020

LMStat ~ 0.00 | Rating* A [lssteNo.| 15 (cont) Photo 2 of 4 : ST_2020_NA0050_14_15_20200720_00055.jpg

LM End 0.00 Issue Type + Ma Location *

S e

View f a Iide ate placed in the closed position. Summer 2020

* Location ** Rating + Issue Type
LS : Land Side A : Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C : Corrected Ob : Design & System Obsolescence
CR : Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0050

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2020

Sacramento County

Structure Inspection
Structure Lt T Inspector
American River Pumping Plant No. 2 Willhaggin Storm Drain D - 43 8;;8%858 'E',faz,
LMStat  0.00 Rating ** A | Issue No. 15 (cont) Photo 3 of 4 : ST_2020_NA0050_14_15_20200720_00059.jpg
= ; , e hdiac

LM End 0.00 | IssueType+ Ma | Location* 2

Pump Stations GPS Latitude/Longitude
Category
Start End
tem Sluice / Slide Gates 38.569692 ° 38.569692 °

-121.374816 °  -121.374816

DWR ID DWR_NA0050_14_t _2012_15
Action/Comments
Inspector Comments: All slide gates were inspected and appeared to
be in working order.

ER a S~ Alw il
View of a slide gate placed in the closed position. Summer 2020

15_20200720_00058.jpg

LM Start 0.00

Rating ** A Issue No. 15 (cont) Photo 4 of 4 : ST_2020_NAO0050_14 _
LM End 0.00 Issue Type + Ma | Location * Ve e v

v

View of a slide gate placed in the closed positio'n. Summer 2020

LM Start 0.00 Rating ** A Issue No. 16 Photo 1 of 2 : ST_2020_NA0050_14 16_20200720_00061.jpg
LM End 0.00 IssueType+ Ma | Location * £ 3 St o g (25
Pump Stations GPS Latitude/Longitude ; o
Category
Start End
tem Electric Gate Operators 38.569692 ° 38.569692 °
-121.374816 °  -121.374816 °
DWR ID DWR_NAO0050_14_t_2012_16
Action/Comments
Inspector Comments: All electric gate operators were tested and _ 11 \ T\\ §

appear to be in working condition.

B2 AL Rl 'ﬁﬁﬂfa%' Z 3
View of the electric gate operators for the pump discharge lines.
Summer 2020

* Location ** Rating + Issue Type
LS : Land Side A : Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C : Corrected Ob : Design & System Obsolescence
CR : Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

NA0O050

Levee Inspection Report By Mile - Structure 2020
Sacramento County
Structt | ti
Structure L'::g;‘t:e gfgr?/cEfg Inspector
American River Pumping Plant No. 2 Willhaggin Storm Drain D - 43 83;822858 EL,l,’aZ,

LMStart  0.00 Rating ** A Issue No. 16 (cont)
LM End 0.00 Issue Type + Ma Location *
Pump Stations GPS Latitude/Longitude
Category
Start End
it Electric Gate Operators 38.569692 ° 38.569692°
em

-121.374816 °  -121.374816/°
DWR ID DWR_NA0050_14 t 2012 16
Action/Comments

Inspector Comments: All electric gate operators were tested and
appear to be in working condition.

Photo 2 of 2 : ST_2020_NA0050_14_16_20200720_00060.jpg

R LN i NN P & ¥ =
View of the electric gate operator for the gravity flow pipe. Summer 2020
LM Start 0.00 Rating ** A Issue No. 17
LM End 0.00 Issue Type + Ma Location * No Photos
Pump Stations GPS Latitude/Longitude
Category
Start End
it Manual Gate Operators 38.569692 ° 38.569692 °
em
-121.374816 ° -121.374816 °
DWR ID DWR_NA0050_14 t_ 2012 17
Action/Comments
Inspector Comments: All four manual gate operators were tested and
were in working order.
LM Start 0.00 Rating ** A Issue No. 18
LM End 0.00 Issue Type + Ma Location * No Photos
Pump Stations GPS Latitude/Longitude
Category
Start End
I Other Metallic Items 38.569692 ° 38.569692 °
em
-121.374816 ° -121.374816 °
DWR ID DWR_NAO0050 14 t 2012 18
Action/Comments
*Location ** Rating +Issue Type
LS : Land Side A : Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C : Corrected Ob : Design & System Obsolescence
CR : Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 17, 2020 12:09 FINAL DATA
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0050

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2020

Sacramento County

Structure Inspection
Structure Lt T Inspector
. . . . . . 07/02/2020 L
American River Pumping Plant No. 2 Willhaggin Storm Drain D - 43 07/02/2020 D?af,
LM Start 0.00 Rating ** A Issue No. 19 Photo 1 of 2 : ST_2020_NAO0050_14_19 20200720_00062.jpg
LM End 0.00 | IssueType+ Ma | Location * i b # r—
Pump Stations GPS Latitude/Longitude
Category
Start End
tem Flap Gates 38.569692 ° 38.569692°
-121.374816 °  -121.374816 °

DWR ID DWR_NA0050_14 t 2012 19
Action/Comments

LM Start 0.00 Rating ** A Issue No. 19 (cont)
LM End 0.00 Issue Type+ Ma  Location *

View of the flap gate for the gravity drain. Summer 2019

LM Start 0.00 Rating ** N Issue No. 20
LM End 0.00 Issue Type + Ma Location * No Photos
Pump Stations GPS Latitude/Longitude
Category
Start End
i Closure Structures 38.569692 ° 38.569692°
em
-121.374816/° -121.374816 °
DWR ID DWR_NAQ0050_14 t_ 2015 20
Action/Comments
* Location ** Rating + Issue Type
LS : Land Side A : Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C : Corrected Ob : Design & System Obsolescence
CR : Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 17, 2020 12:09 FINAL DATA
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State of California -

Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0050

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2020

Sacramento County

Structure Inspection
Structure Lt T Inspector
. . . . . . 07/02/2020 L
American River Pumping Plant No. 2 Willhaggin Storm Drain D - 43 07/02/2020 Dial

LM Start 0.00 Rating ** A Issue No. 21 Photo 1
LM End 0.00 Issue Type + Ma Location *
Pump Stations GPS Latitude/Longitude
Category
Start End
tem Security Fencing 38.569692 ° 38.569692°
-121.374816 °  -121.374816 °
DWR ID DWR_NA0050_14 t_ 2012 21
Action/Comments
LM Start 0.00 Rating ** A Issue No. 21 (cont)
LM End 0.00 Issue Type + Ma Location *
View of the security fencing around the generator. Summer 2020
LMStat  0.00 Rating ** A | lIssue No. 22 Photo 1 of 3 : ST_2020_NA0050_14_22_20200727_00068.jpg
LM End 0.00 Issue Type + Ma Location * \ f ¥ (<0
Pump Stations GPS Latitude/Longitude
Category
Start End
i Intake and Discharge Pipes 38.569692 ° 38.569692 °
em
-121.374816/° -121.374816 °
DWR ID DWR_NA0050 14 t 2012 22
Action/Comments
\
\
View of the intake pipe. Summer 2019
* Location ** Rating + Issue Type
LS : Land Side A : Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C : Corrected Ob : Design & System Obsolescence
CR : Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2020

Sacramento County

NA0050

Structure Inspection
Structure Lt T Inspector
. . . . . . 07/02/2020 L
American River Pumping Plant No. 2 Willhaggin Storm Drain D - 43 07/02/2020 Dial
LM Start 0.00 Rating ** A Issue No. 22 (cont) Photo 2 of 3: ST_2020_NA0050_14 22_20200727_00069.jpg
LM End 0.00 | IssueType+ Ma | Location*
Pump Stations GPS Latitude/Longitude
Category
Start End
tem Intake and Discharge Pipes 38.569692 ° 38.569692°
-121.374816 °  -121.374816 °
%
DWR ID DWR_NAQ050_14_t _2012_22 [~
Action/Comments .
-’ ; Ve
View of the intake pipe. Summer 2019
LM Start 0.00 Rating ** A Issue No. 22 (cont) Photo 3 of 3: ST_2020_NA0050_14 22 20200727_00070.jpg

LM End 0.00 Issue Type + Ma | Location *

View of the intake pipe.

* Location ** Rating + Issue Type
LS : Land Side A : Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C : Corrected Ob : Design & System Obsolescence
CR : Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
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Unit Cover Sheet
2020 Structure Inspection Results

Sacramento County

Structure

Mayhew Drain Closure Structure

Structure Rating A
Date of Inspection 712/2020
DWR Inspector Luz Dial
Accompanied By Paul Brokken

Sacramento County DWR

Steven Scott
Sacramento County DWR
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0050
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2020
Sacramento County
Structure Inspection
Structure Lt T Inspector
. 07/02/2020 Luz
Mayhew Drain Closure Structure 07/02/2020 Dial
LMStat  0.00 Rating ** N | IssueNo. 1 Photo 1 of 5 : ST_2020_NA0050_220_1_20200717_00035.jpg
LM End 0.00 Issue Type + Ma Location * WS
Category Structures & Concrete Lined GPS Latitude/Longitude
Channels Start End
tem Photo Documentation 38.569898 ° 38.569898 °
-121.353360° -121.353360 °
DWR ID DWR_NA0050_220_t_2016_1
Action/Comments
closure facility. Summer 2020
LM Start 0.00 Rating ** N Issue No. 1 (cont) Photo 2 of 5: ST_2020_NAO0050_220_1 20200717_00036.jpg
LM End 0.00 Issue Type + Ma Location * WS ’
View of Mayhew Drain inlet. Summer 2020
LMStat  0.00 Rating ** N | Issue No. 1 (cont) Photo 3 of 5 : ST_2020_NA0050_220_1_20200717_00037.jpg
LM End 0.00 Issue Type+ Ma  Location * WS
View of Mayhew Drain outlet. Summer 2020
* Location ** Rating + Issue Type
LS : Land Side A : Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C : Corrected Ob : Design & System Obsolescence
CR : Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
Monday, August 17, 2020 12:09 FINAL DATA Page 1 of 12




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0050

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2020

Sacramento County

Structure Inspection
Structure Lt T Inspector
. 07/02/2020 Luz
Mayhew Drain Closure Structure 07/02/2020 Dial
LM Start 0.00 Rating ** N Issue No. 1 (cont) Photo 4 of 5: ST_2020_NA0050_220_1_20200717_00039.jpg
LM End 0.00 Issue Type + Ma Location * WS
Category Structures & Concrete Lined GPS Latitude/Longitude
Channels Start End
tem Photo Documentation 38.569898 ° 38.569898 °
-121.353360 °  -121.353360 °
DWR ID DWR_NAQ050_220_t_ 2016_1
Action/Comments
View of Bubbler Control Panel. Summer 2020
LM Start 0.00 Rating ** N Issue No. 1 (cont) Photo 5 of 5: ST_2020_NAO0O050_220_1 20200717_00040.jpg
LM End 0.00 Issue Type+ Ma  Location * WS
View of electrical panels. Summer 2020
LM Start 0.00 Rating ** A Issue No. 2
LM End 0.00 Issue Type + Ma Location * WS No Photos
— Structures & Concrete Lined GPS Latitude/Longitude
Channels Start End
tem Vegetation & Obstructions 38.569898 ° 38.569898 °
-121.353360/° -121.353360 °
DWR ID DWR_NAQ050_220_t_ 2014_2
Action/Comments
* Location ** Rating + Issue Type
LS : Land Side A : Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C : Corrected Ob : Design & System Obsolescence
CR : Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 17, 2020 12:09 FINAL DATA Page 2 of 12




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0050
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2020
Sacramento County
Structure Inspection
Structure Lt T Inspector
: 07/02/2020 L
Mayhew Drain Closure Structure 07/02/2020 Dind

Monday, August 17, 2020 12:09

FINAL DATA

LM Start 0.00 Rating ** A Issue No. 3 Photo 1 of 1 : ST_2020_NA0050_220_3_20200717_00019.jpg
LM End 0.00 | IssueType+ Ma | Location * wSs : 152 o ey T ]
Category gtr:uctures & Concrete Lined GPS Latitude/Longitude
annels Start End
tem Shoaling / Sedimentation 38.569898 ° 38.569898|°
-121.353360 °  -121.353360 °
DWR ID DWR_NA0050_220_t_ 2014_3
Action/Comments
Inspector Comments: Minor shoaling with vegetation needs to be
cleared.
View of minor shoaling with vegetation located at the inlet. Summer
2020
LM Start 0.00 Rating ** A Issue No. 4
LM End 0.00 Issue Type + Ma Location * WS No Photos
Category (S:tr::::]tnuer;s & Concrete Lined GPS Latitude/Longitude
Start End
tem Erosion / Bank Caving 38.569898 ° 38.569898°
-121.353360/° -121.353360 °
DWR ID DWR_NA0050 220 t 2014 4
Action/Comments
LM Start 0.00 Rating ** N Issue No. 5
LM End 0.00 Issue Type + Ma Location * WS No Photos
Category f’;ﬂ:ﬁfgf? & Concrete Lined GPS Latitude/Longitude
Start End
tem Revetments 38.569898 ° 38.569898 °
-121.353360/° -121.353360 °
DWR ID DWR_NA0050 220 t 2014 5
Action/Comments
* Location ** Rating + Issue Type
LS : Land Side A : Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C : Corrected Ob : Design & System Obsolescence
CR : Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
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LM Start 0.00 Rating ** A Issue No. 6
LM End 0.00 Issue Type + Ma Location * WS No Photos
Category Structures & Concrete Lined GPS Latitude/Longitude
Channels Start End
tem Encroachments 38.569898 ° 38.569898 °
-121.353360° -121.353360 °
DWR ID DWR_NA0050_220_t _2014_6
Action/Comments
LM Start 0.00 Rating ** M Issue No. Photo 1 of 1 : ST_2020_NA0050_220_7_20200717_00020.jpg
LM End 0.00 | IssueType+ Ma | Location * *
Category Structures & Concrete Lined GPS Latitude/Longitude
Channels Start
tem Culverts: Inlets / Outlets 38.569898 ° 38.569898 °
-121.353360° -121.353360 °
DWR ID DWR_NA0050_220_t _2014_7

Action/Comments

Inspector Comments: Remove debris from the inlet and outlet.

View of minor debris at the inlet. Summer 2020

LM Start 0.00 Rating ** A Issue No.
LM End 0.00 Issue Type + Ma Location * No Photos
- Structures & Concrete Lined GPS Latitude/Longitude
ategory
Channels Start
Culverts: Breaks / Holes / 38.569898 ° 38.569898|°
ftem  Cracks
-121.353360 ° -121.353360 °
DWR ID DWR_NAO0050_220_t_2014_8
Action/Comments
* Location ** Rating + Issue Type
LS : Land Side A : Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C : Corrected Ob : Design & System Obsolescence
CR : Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
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Structure Inspection
Structure Lt T Inspector
. 07/02/2020 Luz
Mayhew Drain Closure Structure 07/02/2020 Dial
LM Start 0.00 Rating ** A Issue No. 9
LM End 0.00 Issue Type + Ma Location * WS No Photos
Category Structures & Concrete Lined GPS Latitude/Longitude
Channels Start End
tem Metal Pipes 38.569898 ° 38.569898 °
-121.353360° -121.353360 °
DWR ID DWR_NA0050_220_t _2014_9
Action/Comments
LM Start 0.00 Rating ** N Issue No. 10
LM End 0.00 Issue Type + Ma Location * WS No Photos
Category Structures & Concrete Lined GPS Latitude/Longitude
Channels Start End
Trash Racks 38.569898 ° 38.569898 °

Item

-121.353360° -121.353360 °

DWR ID DWR_NAO0050_220_t_ 2014_10

Photo 1 of 3 : ST_2020_NA0050_220_11_20200717_00022.jpg
E 9 £ =h ‘-

Action/Comments
LM Start 0.00 Rating ** M Issue No. 11
LM End 0.00 Issue Type + Ma Location * WS \
Category gtl‘ll’::‘:]:ﬁuégs & Concrete Lined GPS Latitude/Longitude
Start End
Flap Gates 38.569898 ° 38.569898 °

Item

-121.353360 °  -121.353360|°

DWR ID DWR_NA0050_220_t_ 2014_11

Action/Comments
Inspector Comments: Remove debris from flap gates so that flap gates
fully close.
View of some debris at Flap Gate #2. Summer 2020

* Location ** Rating + Issue Type

LS : Land Side A : Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy

WS : Water Side M : Minimally Acceptable C : Corrected Ob : Design & System Obsolescence

CR : Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
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LM Start 0.00 Rating ** M Issue No. 11 (cont) Photo 2 of 3 : ST_2020_NA0050_220_11 20200717_00023.jpg
LM End 0.00 |IssueType+ Ma | Location* WS i ¥ SR N T
Category Structures & Concrete Lined GPS Latitude/Longitude
Channels Start End

o

° 38.569898
¢ -121.353360

Flap Gates 38.569898

-121.353360

Item

o

DWR ID DWR_NA0050 220 t 2014 11
Action/Comments

Inspector Comments: Remove debris from flap gates so that flap gates
fully close.

LM Start 0.00 Rating ** M Issue No. 11 (cont)
LM End 0.00 |IssueType+ Ma | Location* WS
LM Start 0.00 Rating ** A Issue No. 12
LM End 0.00 Issue Type+ Ma  Location * WS

Structures & Concrete Lined
Category  channels

Sluice/Slide Gates

GPS Latitude/Longitude
Start End
38.569898 ° 38.569898
-121.353360 ° -121.353360

o

Item

o

DWR ID DWR_NA0050_220_t_ 2014 12
Action/Comments
Inspector Comments: Slide gates appear to be working properly.

Photo 3 of 3: ST_2020_NA0050_220_11_20200717_00024.jpg

Y

4z

View of debris at Flap Gate #. Summer 2020

Photo 1 of 1: ST
=

L ox L

S8

View of operating slide gate. Summer 2020

020_NA0050_220_12_20200717_00025.jpg

* Location ** Rating
LS : Land Side A : Acceptable N : Not Inspected/Rated
WS : Water Side M : Minimally Acceptable C : Corrected
CR : Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain

+ Issue Type
Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement
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Sacramento County

Structure Inspection
Structure Lt T Inspector
: 07/02/2020 L
Mayhew Drain Closure Structure 07/02/2020 Dind
LM Start 0.00 Rating ** A Issue No. 13 Photo 1 of 2 : ST_2020_NA0050_220_13_20200717_00026.jpg
LM End 0.00 |IssueType+ Ma | Location* WA ™)
Category Structures & Concrete Lined GPS Latitude/Longitude
Channels Start End
Electric Gate Operators 38.569898 ° 38.569898|°

Item

o

-121.353360 ° -121.353360
DWR ID DWR_NA0050 220 t 2014 13
Action/Comments

Inspector Comments: Gate operators appear to be working properly
with the stems greased and protected.

LM Start ~ 0.00 Rating ** A Issue No. 13 (cont)
LM End 0.00 Issue Type + Ma Location * WS
View of electric gate operators. Summer 2020

LM Start 0.00 Rating ** A Issue No. 14 Photo 1 of 3 : ST_2020_NA0050_220_14_20200717_00029.jpg
LM End 0.00 Issue Type + Ma Location * WS
Category Structures & Concrete Lined GPS Latitude/Longitude

Channels Start End

Manual Gate Operators 38.569898 ° 38.569898|°

Item

o

-121.353360° -121.353360

DWR ID DWR_NAO050 220 t 2014 14
Action/Comments

Inspector Comments: Manual gate operators appear to be working
properly.

View of manual gate operators. Summer 2020

* Location ** Rating + Issue Type
LS : Land Side A : Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C : Corrected Ob : Design & System Obsolescence
CR : Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
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Structure Inspection
Structure Lt T Inspector
. 07/02/2020 Luz
Mayhew Drain Closure Structure 07/02/2020 Dial
LM Start 0.00 Rating ** A Issue No. 14 (cont) Photo 2 of 3: ST_2020_NAO0050_220_14 20200717_00028.jpg
LM End 0.00 Issue Type + Ma Location * WS | |
Category Structures & Concrete Lined GPS Latitude/Longitude
Channels Start End
tem Manual Gate Operators 38.569898 ° 38.569898 °
-121.353360 °  -121.353360|°
DWR ID DWR_NA0050_220_t _2014_14
Action/Comments
Inspector Comments: Manual gate operators appear to be working
properly.
07 02 2020
View of storage area for gas-powered wheel actuator. Summer 2020
LM Start 0.00 Rating ** A Issue No. 14 (cont) Photo 3 of 3: ST_2020_NAO0050_220_14 20200622_00015.jpg
LM End 0.00 Issue Type+ Ma  Location * WS “ y
08 09 2018
View of gas-powered wheel actuator. Summer 2018
LM Start 0.00 Rating ** A Issue No. 15
LM End 0.00 Issue Type + Ma Location * WS No Photos
Category Structures & Concrete Lined GPS Latitude/Longitude
Channels Start End
tem Concrete Surfaces 38.569898 ° 38.569898 | °
-121.353360/° -121.353360 °
DWR ID DWR_NA0050_220_t _ 2014_15
Action/Comments
* Location ** Rating + Issue Type
LS : Land Side A : Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C : Corrected Ob : Design & System Obsolescence
CR : Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
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Sacramento County

. 07/02/2020 L
Mayhew Drain Closure Structure 07/02/2020 Dia

No Photos
Structures & Concrete Lined
Channels
Concrete Tilting / Settlement 38.569898 38.569898
-121.353360 -121.353360
DWR_NAQ0050_220_t _ 2014 _16
No Photos

Structures & Concrete Lined
Channels

Concrete Foundations 38.569898 38.569898
-121.353360 °  -121.353360 °

DWR_NA0050_220_t _2014_17

Structures & Concrete Lined
Channels

Security Fencing 38.569898 38.569898
-121.353360 -121.353360

DWR_NA0050_220_t 2014 18

View of the security fencing around the facility. Summer 2020

Monday, August 17, 2020 12:09 FINAL DATA Page 9 of 12



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0050

Flood Control Project Maintenance
Levee Inspections
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Sacramento County

. 07/02/2020 Luz
Mayhew Drain Closure Structure 07/02/2020 Dial
No Photos
Structures & Concrete Lined
Channels
Closure Structures 38.569898 38.569898
-121.353360 -121.353360
DWR_NA0050_ 220 t_ 2014 19
No Photos
Structures & Concrete Lined
Channels
Trash Rakes 38.569898 38.569898
-121.353360 °  -121.353360 °
DWR_NA0050_220_t_ 2014 20
No Photos
Structures & Concrete Lined
Channels
Other Metallic Items 38.569898 38.569898
-121.353360 -121.353360
DWR_NA0050_220 t 2014 21
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Structure Inspection
Structure Lt T Inspector
. 07/02/2020 Luz
Mayhew Drain Closure Structure 07/02/2020 Dial
LM Start 0.00 Rating ** A Issue No. 22
LM End 0.00 Issue Type + Ma Location * WS No Photos
Category Structures & Concrete Lined GPS Latitude/Longitude
Channels Start End
tem Monolith Joints 38.569898 ° 38.569898 °
-121.353360 °  -121.353360 °
DWR ID DWR_NAO050_220_t_ 2014 22
Action/Comments
LM Start 0.00 Rating ** A Issue No. 23 Photo 1 of 4 : ST_2020_NAO0050_220_23_20200717_00042.jpg
LM End 0.00 Issue Type + Ma Location * WS b ’
Category Structures & Concrete Lined GPS Latitude/Longitude
Channels Start End
ftem Safety 38.569898 ° 38.569898 °
-121.353360 °  -121.353360 °
DWR ID DWR_NAO050_220_t_ 2014 23
Action/Comments
View of safety railing at the inlet. Summer 2020
LM Start 0.00 Rating ** A Issue No. 23 (cont) Photo 2 of 4 : ST_2020_NAO0050_220_ 23 20200717_00041.jpg
LM End 0.00 Issue Type + Ma Location * WS
View 0 ééféty railing at the outlet. Summer 2020
* Location ** Rating + Issue Type
LS : Land Side A : Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C : Corrected Ob : Design & System Obsolescence
CR : Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
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Sacramento County
Structure Inspection
Structure Lt T Inspector
. 07/02/2020 Luz
Mayhew Drain Closure Structure 07/02/2020 Dial
LM Start 0.00 Rating ** A Issue No. 23 (cont) Photo 3 of 4 : ST_2020_NA0050_220_23_20200717_00031.jpg
LM End 0.00 Issue Type+ Ma  Location * WS ‘
Category Structures & Concrete Lined GPS Latitude/Longitude
Channels Start End
tem Safety 38.569898 ° 38.569898 °
-121.353360° -121.353360 °
DWR ID DWR_NA0050_220_t_ 2014 23
Action/Comments
07 02 2020
View of safety equipment stored in the control room. Summer 2020
LM Start 0.00 Rating ** A Issue No. 23 (cont) Photo 4 of 4 : ST_2020_NA0050_220_23 20200717_00033.jpg
LM End 0.00 |IssueType+ Ma | Location* WS
SEx N o ST et T Ay
View of safety lighting. Summer 2020
LM Start 0.00 Rating ** A Issue No. 24 Photo 1 of 1 : ST_2020_NAO0050_220_ 24 20200717_00034.jpg
LM End 0.00 Issue Type+ Ma  Location * WS
Category Structures & Concrete Lined GPS Latitude/Longitude
Channels Start End |
Operation & Maintenance 38.569898 ° 38.569898 ° B
Item
Manual -121.353360 °  -121.353360 °
DWR ID DWR_NAO050 220 t 2014 24 » ﬂ
Action/Comments
07 02 2020
View of the Unit No. 118 Part No. 1 O&M Manual. Summer 2020
* Location ** Rating + Issue Type
LS : Land Side A : Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C : Corrected Ob : Design & System Obsolescence
CR : Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
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